Figure 2. Right-hand pump for drawing source water from the river (not used). Motors exercised regularﬁ/,_in case of need.
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Figure 3. Label above manual valve for Outfall 001.

Figure 4. Manual valve just out of view beneath pump house.
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Figure 6. Right-of-way for river intake/Outfall 001 piping. Treatment plant is just over the ridge along the utility corridor.
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Figure 8. Facility map prior to installation of the clarifiers.
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Figure 9. Clarifier backflow to settling tank (formerly part of the treatment process).

Figure 10. First of two new upflow clarifiers in plant.
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Figure 11. Location of raw water sampling point.
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Figure 12. Close-up of sampling tap below floor grating.
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Figure 14. Location of coagulant addition point (at right) in relation to clarifiers (at left).
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Figure 15. Filte'r.l;ackwasl".l pipe asi
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t goes around the filters (in green building) to the settling tank (at back). .
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Figure 16. Filter backwash discharge pipe to settling tank (inside plant building).

City of Bonners Ferry WTP ID-002045-1 Inspection Date: 7/28/2011
Appendix 1: Photo Log TRIM Record: 2011AGF2287 Page 8 of 17



Figure 17. Cover of site BMP plan.

Figure 18. BMP plan table of contents.
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Figure 19. QAP cover.

Figure 20. QAP table of contents.
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Figure 21. June 2011 DMR.

Figure 22. June 2011 laboratory sample data sheet.
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Figure 23. June 2011 onsite laboratory analysis sheet for TSS.
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Figure 24. June 2011 backwash discharge operating log.
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Figure 25. New layout of plant since installation of clarifiers.

Figure 26. DMR files at plant.
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Figure 27. Operations manuals at plant.
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Figure 28. Spine of O&M Manual at plant.

Figure 29. Emergency contact list in O&M Manual.
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Figure 30. Close-up of O&M Manuals on shelf.

Figure 31. Operator licenses on wall of office at plant.
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